
103 

Rural Utilities Service, USDA § 1710.203 

part 1794. After reviewing the BER, 
RUS will determine whether additional 
environmental studies will be required. 

[57 FR 1053, Jan. 9, 1992, as amended at 65 FR 
14786, Mar. 20, 2000] 

§ 1710.153 Additional requirements 
and procedures. 

Additional requirements and proce-
dures for obtaining RUS financial as-
sistance are set forth in 7 CFR part 1712 
for loan guarantees, and in 7 CFR part 
1714 for insured loans. 

§§ 1710.154–1710.199 [Reserved] 

Subpart E—Load Forecasts 

SOURCE: 65 FR 14786, Mar. 20, 2000, unless 
otherwise noted. 

§ 1710.200 Purpose. 
This subpart contains RUS policies 

for the preparation, review, approval 
and use of load forecasts and load fore-
cast work plans. A load forecast is a 
thorough study of a borrower’s electric 
loads and the factors that affect those 
loads in order to estimate, as accu-
rately as practicable, the borrower’s 
future requirements for energy and ca-
pacity. The load forecast of a power 
supply borrower includes and inte-
grates the load forecasts of its member 
systems. An approved load forecast, if 
required by this subpart, is one of the 
primary documents that a borrower is 
required to submit to support a loan 
application. 

§ 1710.201 General. 
(a) The policies, procedures and re-

quirements in this subpart are in-
tended to implement provisions of the 
loan documents between RUS and the 
electric borrowers and are also nec-
essary to support approval by RUS of 
requests for financial assistance. 

(b) Notwithstanding any other provi-
sions of this subpart, RUS may require 
any power supply or distribution bor-
rower to prepare a new or updated load 
forecast for RUS approval or to main-
tain an approved load forecast on an 
ongoing basis, if such documentation is 
necessary for RUS to determine loan 
feasibility, or to ensure compliance 
under the loan documents. 

§ 1710.202 Requirement to prepare a 
load forecast—power supply bor-
rowers. 

(a) A power supply borrower with a 
total utility plant of $500 million or 
more must maintain an approved load 
forecast that meets the requirements 
of this subpart on an ongoing basis and 
provide an approved load forecast in 
support of any request for RUS finan-
cial assistance. The borrower must also 
maintain an approved load forecast 
work plan. The borrower’s approved 
load forecast must be prepared pursu-
ant to the approved load forecast work 
plan. 

(b) A power supply borrower that is a 
member of another power supply bor-
rower that has a total utility plant of 
$500 million or more must maintain an 
approved load forecast that meets the 
requirements of this subpart on an on-
going basis and provide an approved 
load forecast in support of any request 
for RUS financial assistance. The mem-
ber power supply borrower may comply 
with this requirement by participation 
in and inclusion of its load forecasting 
information in the approved load fore-
cast of its power supply borrower. The 
approved load forecasts must be pre-
pared pursuant to the RUS approved 
load forecast work plan. 

(c) A power supply borrower that has 
total utility plant of less than $500 mil-
lion and that is not a member of an-
other power supply borrower with a 
total utility plant of $500 million or 
more must provide an approved load 
forecast that meets the requirements 
of this subpart in support of an applica-
tion for any RUS loan or loan guar-
antee which exceeds $50 million. The 
borrower is not required to maintain 
on an ongoing basis either an approved 
load forecast or an approved load fore-
cast work plan. 

§ 1710.203 Requirement to prepare a 
load forecast—distribution bor-
rowers. 

(a) A distribution borrower that is a 
member of a power supply borrower 
with a total utility plant of $500 mil-
lion or more must maintain an ap-
proved load forecast that meets the re-
quirements of this subpart on an ongo-
ing basis and provide an approved load 
forecast in support of any request for 
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